
Bethel Request for Proposals for

Codfish Hill Culvert# 2022- 02

Addendum# 3 RFP Questions and Answers August 17, 2022

The following clarifications have been requested, with available additional information provided below:

Please be advised of the following clarification regarding the specifications for Item# 10, the
Impermeable Waterproof Membrane shown on the plans for this project:

This item shall conform to Connecticut Department of Transportation Bridge Design Manual

section 13. 1. 3. 10( below). As far as the waterproofing membrane, it shall be a ConSeal CS- 1800

waterproofing membrane( or approved equivalent).

13. 1. 3. 10 Membrane Waterproofing Requirements

When the distance from the top or the box culvert and frame roof to top of the roadway
sura€ce is less than 2 feet, membrane waterproofing shall be placed on the box culvert and
frame. The membrane waterproofing shall be * Membrane Waterproofing ( Cold Liquid
Elastomeric)."  The membrane shall cover the entire exterior surface oh the roof and

extend 12 inches down the sidewalls.
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