
Environmental Land Solutions, LLC
Landscape Architecture & Environmental Planning
8 Knight Street, Suite 203, Norwalk, CT  06851

Tel: (203) 855-7879    Fax: (203) 855-783

August 6, 2026

Bethel Planning and Zoning Commission

J. Hurgin Municipal Center

1 School Street

Bethel, Connecticut 06801

Re: Landscape & Lighting Plan revisions 

67 Turkey Plain Road, Bethel, Connecticut 

Dear Members of the Commission:

Following your meeting on July 29, 2026, and based on the comments from your Commission,

Environmental Land Solutions, LLC (ELS) has incorporated the following changes into our

Landscape and Lighting Plan for the above referenced site:  

1. We have confirmed that proposed street trees are behind required sight lines for

the driveway.  The sight lines are noted on our plan.

2. The proposed 10 evergreen trees at the northwest corner of the developed area

have been increased in size to a 8-10' height at time of installation.

The following changes were incorporated in the plan after receiving plan comments from the

Department of Public Works:

3. Graphic notes and plant list items have been corrected.

4. The existing vegetated buffer along the northern property line, at the front of the

building, will remain.  No trees are proposed to be removed in this area.  Refer

to the limit of disturbance line on McChord Engineering site plan.  This limit of

disturbance will be delineated in the field with construction fencing.

5. In areas where plants are installed as groupings, a designed a mulch bed line

around these plants has been added to the plan.  In addition, a planting detail is

added that notes mulching in planting saucers.

6. Lighting:

a. A foot candle plan has been submitted, as requested.

b. All new lights fixtures are dark sky compliance.  Cut sheets for the

lights fixtures are  submitted with the updated plans.

c. All new light fixtures will have a temperature color of 3000k.

d. The three existing flood lights at the back of the building will be
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replaced with new wall packs units that are dark sky compliant.

e. The exterior parking lot lights will be operated on a timer, with a

shut off time no later than 8:00 PM.

We anticipate that these responses addressed the comments raised at the public hearings.  I

plan to be in attendance at the next heating to review the changes and answer any further

questions you may have.

Sincerely,

Kate Throckmorton, ASLA

Landscape Architect 

Turkey Plain Road 67-bethel ltr-resp.wpd

• Comments 2026-8-7 (S.G. Public Works Bethel, CT)

• (Addressing response E#4) There is no construction limit line on the engineering 
plans. No existing trees or treelines are shown on the survey and any existing trees 
and vegetation shown on the Landscape Plan appears to be estimated. Aerial views 
of the existing site show Various trees that would need to be removed for the new 
construction at the rear of the building where the new parking area is being 
constructed.. These trees, if over 18" caliper must be located and preserved if 
healthy unless approved for removal by the board. Trees to be removed must be 
indicated clearly on the plan. Proximity of construction to other existing healthy 
trees with a diameter of 18" or more may require tree protection which must be 
clearly indicated on the plan. Locations of all trees on the property  in proximity of 
construction (within 15')) shall be located by surveyor. Evaluation by an Arborist 
will determine health of any exisitng trees being removed or needing protection 
during construction.

• No solution has been provided for the empty area between the sidewalk and 
building. Is it to recieve a planting plan or be ornamental gravel?

• Plant spaceing is still very wide, providing little effect at planting. It will require 
many years to provide any visual interest assuming that there is no loss of material 
in that period.

and new building on the North and West Side.




